& Vison Lass ({&

Environmental Consultants & Analytical Services

Recognised by ISO/IEC 17025:2005 (NABL), MoEF & CC,

FSSAI, 1SO 9001 : 2015 & OHSAS 18001 : 2007. Cerhf!cate No. TC 5064

WATER QUALITY ANALYSIS REPORT

Issued to : Is
: sued Date 23.10.2019
gllo’t SN‘:;?%:JO](ISI?SI[) TTALS . Our Ref No TC506419000021754F |
No. inik School Road, Unit- . .
? 2 ) Y f N AHB
Bhubaneswar-751005, st /WO/BHU/Hospital/11
Odisha, India. Your Ref Date 17.06.2019
Sample Description W.T.P Raw Water.
Appearance of the Sample Clear Liquid Sample condition of testing Found Ok
Sample Collection Date 15.10.2019 Sample Quantity 1 ltr
Sample Collection Time 04.30 pm Date of Analysis 16.10.2019
~ J§ Sample Registration Date 16.10.2019 Analysis Completion date 22.10.2019
Sample collected by VISON LABS
TEST RESULTS
Drinking Water Limits 1
Units of Test As per IS: 10500; 2012
Parameters 7 R Test Method Results - Permissible limits in
Limits absence of
alternative Source
PHYSICAL EXAMINATION
pH at 25°C - IS:3025 part 11 1983 RA-2017 6.92 6.50—8.50 | No relaxation
Conductivity at 25°C pmhos/cm IS: 3025 Part 14 1984 RA-2013 214 -- -
Total Dissolved Solids mg/L IS: 3025 Part 16 1984 RA-2017 138 500 max 2000 max
Turbidity NTU IS: 3025 Part 10 1984 RA-2014 <I1.0 I max 5 max
Color Hazen IS: 3025 Part 4 1983, RA-2012 <01 S max 15 max
CHEMICAL EXAMINATION
Total Hardness as CaCO» mg/L IS: 3025 Part 21 2009, RA-2014 50 200 max 600 max
Alkalinity — Phenolphthalein mg/L 1S: 3025 Part 23 1986, RA-2014 Nil --- —
Alkalinity — Methyl Orange mg/L 1S: 3025 Part 23 1986, RA-2014 40 200 max 600 max
Calcium as Ca mg/L IS: 3025 Part 40 1991, RA-2014 12 75 max 200 max
Magnesium as Mg mg/L IS: 3025 Part 46 1994, RA-2014 48 30 max 100 max
Non — Carbonate Hardness mg/L 1S: 3025 Part 51 2002 10 — —
Chloride as Cl mg/L IS: 3025 Part 32 1988, RA-2014 20.0 250 max 1000 max
Sodium as Na mg/L IS: 3025 Part 45 1993, RA-2014 23.0 - ---
Potassium as K mg/L IS: 3025 Part 45 1993, RA-2014 2.0 . w2d
Sulphate as SO4 mg/L IS: 3025 Part 24 1986, RA-2014 30.5 200 max 400 max
Nitrate as NOs ' mg/L IS: 3025 Part 34 1988, RA-2014 3.8 45 max No relaxation
Silica as Si0; mg/L IS: 3025 Part 35 1988, RA-2014 2.6 -- -
Iron as Fe mg/L 1S: 3025 Part 53 2003, RA-2014 0.10 0.3 max No relaxation
Fluoride as F mg/L APHA 4500 F D 23 Edition 0.34 1.0 max 1.5 max
MICROBIOLOGICAL ANALYSIS TEST RESULTS
1. | Total Plate Count CFU/mL 18:5402-2012 86 --
2. | Coli form Bacteria CFU /100mL 1S: 15185 : 2016 <01 Must not be Detected
E. Coli CFU /100mL IS: 15185 : 2016 <01 Must not be Detected
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NOTE :This Report is subject to the terms and conditions mentioned overleaf.
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& Vison Lass

Environmental Consultants & Analytical Services

Recognised by ISO/IEC 17025:2005 (NABL), MoEF & CC,

FSSAI, 1SO 9001 : 2015 & OHSAS 18001 : 2007. Certificate No. TC-5064
WATER QUALITY ANALYSIS REPORT
Issued to: Issued Date 22.11.2019
g‘fts;qf\; ?Iglf(?k}sl?SII’{“diLg s Our Ref No TC506419000023880F
.Plot.No.251, Sainik School Road, Unit-15, Your Ref N ;
Plisbaiisawai-T51005, our Ref No AHB/WO/BHU/Hospital/11
Odisha, India. Your Ref Date 17.06.2019
Sample Description W.T.P Raw Water.
Appearance of the Sample Clear Liquid Sample condition of testing Found Ok
Sample Collection Date 14.11.2019 Sample Quantity 1Itr
Sample Collection Time 02.20 pm Date of Analysis 15.11.2019
Sample Registration Date 15.11.2019 Analysis Completion date 21.11.2019
Sample collected by VISON LABS
TEST RESULTS
Drinking Water Limits
Units of Test As per IS: 10500; 2012
Parameters Missaieinag Test Method Resnilis PRt Pandile Inis b
Limits absence of
alternative Source
PHYSICAL EXAMINATION
pH at 25°C - 1S:3025 part 11 1983 RA-2017 6.84 6.50-8.50 | No relaxation
Conductivity at 25°C umhos/cm 1S: 3025 Part 14 1984 RA-2013 216 - -
Total Dissolved Solids mg/L 1S: 3025 Part 16 1984 RA-2017 134 500 max 2000 max
Turbidity NTU IS: 3025 Part 10 1984 RA-2014 <1.0 1 max 5 max
Color Hazen IS: 3025 Part 4 1983 RA-2012 <01 5 max 15 max
CHEMICAL EXAMINATION
Total Hardness as CaCO; mg/L IS: 3025 Part 21 2009, RA-2014 60 200 max 600 max
Alkalinity — Phenolphthalein mg/L 1S: 3025 Part 23 1986, RA-2014 Nil ---
Alkalinity — Methyl Orange mg/L IS: 3025 Part 23 1986, RA-2014 40 200 max 600 max
Calcium as Ca mg/L 1S: 3025 Part 40 1991, RA-2014 16 75 max 200 max
Magnesium as Mg mg/L [S: 3025 Part 46 1994, RA-2014 48 30 max 100 max
Non — Carbonate Hardness mg/L IS: 3025 Part 51 2002 20 ---
Chloride as CI mg/L 1S: 3025 Part 32 1988, RA-2014 25.0 250 max 1000 max
Sodium as Na mg/L IS: 3025 Part 45 1993, RA-2014 18.8 i -—-
Potassium as K mg/L 1S: 3025 Part 45 1993, RA-2014 1.6 i -
Sulphate as SO4 mg/L IS: 3025 Part 24 1986, RA-2014 257 200 max 400 max
Nitrate as NO3 mg/L IS: 3025 Part 34 1988, RA-2014 3.2 45 max No relaxation
Silica as Si0; ) mg/L IS: 3025 Part 35 1988, RA-2014 2.8 - --
Iron as Fe mg/L IS: 3025 Part 53 2003, RA-2014 0.06 0.3 max No relaxation
Fluoride as F mg/L APHA 4500 F D 23" Edition 0.20 1.0 max 1.5 max
MICROBIOLOGICAL ANALYSIS TEST RESULTS
Total Plate Count CFU/mL 1S:5402-2012 32 -
Coli form Bacteria CFU /100ml IS: 15185: 2016 <01 Must not be Detected
E. Coli CFU /100ml IS: 15185: 2016 <01 Must not be Detected
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H.No. 16-11-23/37/A, Flat No. 205, 2nd Floor, Opp. R.T.A. Office, Musarambagh, Malakpet, Hyderabad - 500 036.
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& Vison

Environmental Consultants & Analytical Services

Recognised by ISO/IEC 17025:2005 (NABL), MoEF & CC,

FSSAI, 1SO 9001 : 2015 & OHSAS 18001 : 2007. Certificate No. TC-5064
WATER QUALITY ANALYSIS REPORT
Issued to : Issued Date 28.12.2019
.]1:‘11/ sﬁAfs?gLQk ISI?SII’;TAdLUS - Our Ref No TC50641900008204F
ot.No.251, Sainik School Road, Unit-15, Your Ref N AHB/W .
Bhubaneswar-751005, Ko e
Odisha, India. Your Ref Date 17.06.2019
Sample Description W.T.P Raw Water.
Appearance of the Sample Clear Liquid Sample condition of testing Found Ok
Sample Collection Date 19.12.2019 Sample Quantity 1 ltr
Sample Collection Time 02.40 pm Date of Analysis 20.12.2019
Sample Registration Date 20.12.2019 Analysis Completion date 27.12.2019
Sample collected by VISON LABS
TEST RESULTS
Drinking Water Limits !
Units of Test As per IS: 10500; 2012
Parameters Mt Test Method R esm o Permissible limits in
Limbts absence of
alternative Source
PHYSICAL EXAMINATION
pH at 25°C - 1S:3025 part 11 1983 RA-2017 6.94 6.50—-8.50 | No relaxation
Conductivity at 25°C pumhos/cm IS: 3025 Part 14 1984 RA-2013 262 -- -
Total Dissolved Solids mg/L IS: 3025 Part 16 1984 RA-2017 176 500 max 2000 max
Turbidity NTU IS: 3025 Part 10 1984 RA-2014 <1.0 1 max 5 max
Color Hazen I1S: 3025 Part 4 1983, RA-2012 <01 5 max 15 max
CHEMICAL EXAMINATION
Total Hardness as CaCO4 mg/L IS: 3025 Part 21 2009, RA-2014 80 200 max 600 max
Alkalinity — Phenolphthalein mg/L IS: 3025 Part 23 1986, RA-2014 Nil --—- —
Alkalinity — Methyl Orange mg/L IS: 3025 Part 23 1986, RA-2014 60 200 max 600 max
Calcium as Ca mg/L IS: 3025 Part 40 1991, RA-2014 20 75 _max 200 max
Magnesium as Mg _mg/L, IS: 3025 Part 46 1994, RA-2014 72 30 max 100 max
_Non ~ Carbonate Hardness mg/L IS: 3025 Part 51 2002 20 ) —-
Chloride as Cl mg/L 18: 3025 Part 32 1988, RA-2014 25.0 250 max 1000 max
Sodium as Na mg/L IS: 3025 Part 45 1993, RA-2014 21.0 e e
14. | Potassium as K mg/L IS: 3025 Part 45 1993, RA-2014 16 - -

.| Sulphate as SO, mg/L_ IS: 3025 Part 24 1986, RA-2014 28.6 200 max 400 max
16. | Nitrate as NO, i mg/L IS: 3025 Part 34 1988, RA-2014 3.1 45 max No relaxation
17. | Silica as SiO, mg/L IS: 3025 Part 35 1988, RA-2014 24 - -

. 18. | Iron as Fe mg/L IS: 3025 Part 53 2003, RA-2014 0.08 0.3 max No relaxation
19. | Fluoride as F mg/L APHA 4500 F D 23" Edition 0.30 1.0 max 1.5 max
MICROBIOLOGICAL ANALYSIS TEST RESULTS
1. | Total Plate Count CFU/mL 15:5402-2012 58 --
2. | Coli form Bacteria CFU /100mL IS: 15185 : 2016 <01 Must not be Detected
E. Coli CFU /100mL IS: 15185 : 2016 <01 Must not be Detected
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H.No. 16-11-23/37/A, Flat No. 205, 2nd Floor, Opp. R.T.A. Office, Musarambagh, Malakpet, Hydera
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& VisoN Lass )

Environmental Consultants & Analytical Services

Recognised by ISO/IEC 17025:2005 (NABL), MoEF & CC,
FSSAI, 1SO 9001 : 2015 & OHSAS 18001 : 2007. Certlﬁcate No. TC 5064

WATER QUALITY ANALYSIS REPORT

W Issued to : Issued Date 17.01.2020
fM/s. APOLLO HOSPITALS Our Ref No TC50642000000906F
Plot.No.251, Sainik School Road, Unit-135, Your Ref No AHB/WO/BHU/Hospital/1 |

- @ Bhubaneswar-751005,
B Odisha, India. Your Ref Date 17.06.2019

Sample Description W.T.P Raw Water.
Appearance of the Sample Clear Liquid Sample condition of testing Found Ok

f Sample Collection Date 07.01.2020 Sample Quantity 1 ltr
Sample Collection Time 02.10 pm Date of Analysis 08.01.2020
Sample Registration Date 08.01.2020 Analysis Completion date 13.01.2020
Sample collected by VISON LABS

TEST RESULTS

Drinking Water Limits

Units of Test As per IS: 10500; 2012

Parameters Test Meth e
‘ Measurement ethod Results Acceptable Permissible limits in

Limits

absence of
alternative Source

PHYSICAL EXAMINATION
pH at 25°C - 1S:3025 part 11 1983 RA-2017 7.14 | 6.50-8.50 | No relaxation
Conductivity at 25°C pmhos/cm IS: 3025 Part 14 1984 RA-2013 280 - --

Total Dissolved Solids mg/L 1S: 3025 Part 16 1984 RA-2017 194 500 max 2000 max
Turbidity NTU 1S: 3025 Part 10 1984 RA-2014 <1.0 1 max 5 max
Color Hazen 1S: 3025 Part 4 1983, RA-2012 <01 5 max 15 max
CHEMICAL EXAMINATION
Total Hardness as CaCO; mg/L 1S: 3025 Part 21 2009, RA-2014 90 200 max 600 max
Alkalinity — Phenolphthalein mg/L [S: 3025 Part 23 1986, RA-2014 Nil --- —
Alkalinity — Methyl Orange mg/L IS: 3025 Part 23 1986, RA-2014 60 200 max 600 max
Calcium as Ca mg/L IS: 3025 Part 40 1991, RA-2014 20 75 max 200 max
Magnesium as Mg mg/L [S: 3025 Part 46 1994, RA-2014 9.6 30 max 100 max
Non — Carbonate Hardness mg/L 1S: 3025 Part 51 2002 30 - --—-
Chloride as Cl mg/L IS: 3025 Part 32 1988, RA-2014 30.0 250 max 1000 max
Sodium as Na mg/L 1S: 3025 Part 45 1993, RA-2014 18.8 =
Potassium as K mg/L 1S: 3025 Part 45 1993, RA-2014 2.7 -
Sulphate as SO, mg/L 1S: 3025 Part 24 1986, RA-2014 27.6 200 max 400 max |
Nitrate as NO; mg/L IS: 3025 Part 34 1988, RA-2014 5.0 45 max No relaxation |
Silica as SiO, mg/L IS: 3025 Part 35 1988, RA-2014 4.2 -- --

Iron as Fe mg/L IS: 3025 Part 53 2003, RA-2014 0.10 © 0.3 max No relaxation
Fluoride as F mg/L APHA 4500 F D 23™ Edition 0.28 1.0 max 1.5 max

MICROBIOLOGICAL ANALYSIS TEST RESULTS
Total Plate Count CFU/mL 1S:5402-2012 45 -

Coli form Bacteria CFU /100mL - 1S: 15185 :2016 Must not be Detected

E. Coli CFU /100mL IS: 15185 : 2016 Must not be Detected
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H.No. 16 11-23/37/A, Flat No 205, 2nd Floor, Opp. R.T.A. Office, Musarambagh, Malakpet, Hyderabad 500 036

Tel : 040-24544320, 24541338, Mob : 98491 10019 / 94408 41338, E-mail : Info@visonlabs.com, vison.labs @ gmail.com
NOTE : This Report is subject to the terms and conditions mentioned overieaf.




VisoN L ABs (

©

Environmental Consultants & Analytical Services

Recognised by ISO/IEC 17025:2005 (NABL), MoEF & CC,
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FSSAI, 1SO 9001 : 2015 & OHSAS 18001 : 2007. Certificate No. TC-5064
WATER QUALITY ANALYSIS REPORT
Issued to : Issued Date 25.02.2020
g‘lyt S&A;?Iélg(_)kg?s? ;TAdLUS o Our RefNo TC506420000004151F
ot.No. ainik School Road, Unit- :
: > ; Your Ref N AHB
Bhubaneswar-751005, e i /WO BENIiospitali11
Odisha, India. Your Ref Date 17.06.2019
Sample Description W.T.P Raw Water,
Appearance of the Sample Clear Liquid Sample condition of testing Found Ok
Sample Collection Date 17.02.2020 Sample Quantity 1ltr
Sample Collection Time 05.40 pm Date of Analysis 18.02.2020
Sample Registration Date 18.02.2020 Analysis Completion date 24.02,2020
Sample collected by VISON LABS
TEST RESULTS
Drinking Water Limits
Units of Test As per IS: 10500; 2012
Parameters Mesraoiait Test Method Results Sl Permissible Hmits
Limits nlm:nce of
alternative Source
PHYSICAL EXAMINATION
pH at 25°C - 1S:3025 part 11 1983 RA-2017 6.82 6.50 —8.50 | No relaxation
Conductivity at 25°C umhos/cm 1S: 3025 Part 14 1984 RA-2013 216 -- --
Total Dissolved Solids mg/L IS: 3025 Part 16 1984 RA-2017 142 500 max 2000 max
Turbidity NTU IS: 3025 Part 10 1984 RA-2014 1.60 I max 5 max
Color Hazen IS: 3025 Part 4 1983, RA-2012 <01 5 max 15 max
CHEMICAL EXAMINATION
Total Hardness as CaCOs mg/L 1S: 3025 Part 21 2009, RA-2014 60 200 max 600 max
Alkalinity — Phenolphthalein mg/L IS: 3025 Part 23 1986, RA-2014 Nil - —
Alkalinity — Methyl Orange mg/L 1S: 3025 Part 23 1986, RA-2014 50 200 max 600 max
Calcium as Ca mg/L IS: 3025 Part 40 1991, RA-2014 16 75 max 200 max
Magnesium as Mg mg/L IS: 3025 Part 46 1994, RA-2014 4.8 30 max 100 max
Non — Carbonate Hardness mg/L IS: 3025 Part 51 2002 10 — -—
Chloride as Cl mg/L IS: 3025 Part 32 1988, RA-2014 20.0 250 max 1000 max
Sodium as Na mg/L IS: 3025 Part 45 1993, RA-2014 18.8 -— -
Potassium as K mg/L IS: 3025 Part 45 1993, RA-2014 1.5 --- -
Sulphate as SO, mg/L IS: 3025 Part 24 1986, RA-2014 23.0 200 max 400 max
Nitrate as NO; : mg/L IS: 3025 Part 34 1988, RA-2014 3.1 45 max No relaxation
Silica as Si0, mg/L IS: 3025 Part 35 1988, RA-2014 21 - -
Iron as Fe mg/L 1S: 3025 Part 53 2003, RA-2014 0.12 0.3 max No relaxation
Fluoride as F mg/L APHA 4500 F D 23™ Edition 0.20 1.0 max 1.5 max
MICROBIOLOGICAL ANALYSIS TEST RESULTS
1. | Total Plate Count CFU/mL 15:5402-2012 62 --
2. | Coli form Bacteria CFU /100mL IS: 15185 : 2016 <01 Must not be Detected
E. Coli CFU /100mL IS: 151852016 <01 Must not be Detected
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VLQEHS E‘%ﬁ%ﬁ Sr. Microbiologist - K. Alekhya T. Laxmikanth Reddy - Technical Manager

H.No. 16-11-23/37/A, Flat No. 205, 2nd Floor, Opp. R.T.A. Office, Musarambagh, Malakpet, Hyderabad - 500 036.
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NOTE : This Report is subject to the terms and conditions mentioned overleaf.




